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EXISTING WATER SERVICE, SIZE
AND TYPE UNKNOWN. POSSIBLE

THAT THIS CAN BE USED FOR
BUILDING FIRELINE SERVICE

EXISTING THEATRE SEWER
SERVICE TO REMAIN

DOMESTIC WATER SERVICES
TO BE REMOVED WITH PHASE 4

PHASE 2 FIRELINE, DOMESTIC
WATER, AND SEWER SERVICE

PHASE 2 SEWER SERVICE*

PHASE 2 FIRELINE
AND DOMESTIC
WATER SERVICES*

PHASE 2 FIRELINE
AND DOMESTIC

WATER SERVICES

PHASE 1 SEWER SERVICE

PHASE 1 FIRELINE AND
DOMESTIC WATER SERIVES

PHASE 4

PHASE 2

PHASE 3

OPTIONAL PHASE 2 PRIVATE
SEWER SERVICE CONNECTION*

PHASE 4 CONNECTION TO
10" PVC SEWER MAIN

8" PVC

RELOCATED
HYDRANT

PHASE 1
SEWER
SERVICE

PHASE 4 FIRELINE
AND DOMESTIC

WATER SERVICE

PROPOSED 8" PUBLIC SEWER
MAIN TO SERVE FUTURE
TOWNHOUSE DEVELOPMENT*

LOCATION OF FUTURE
TOWNHOUSE
DEVELOPMENT

10" PVC

PHASE 4 ALTERNATE
CONNECTION TO 12"

DIP SEWER MAIN*

PHASE 2 SEWER
SERVICE*

PHASE 2 OPTIONAL
FIRELINE AND DOMESTIC
WATER SERVICES

CITY PARCEL
MAY REQUIRE EASEMENT

TO BE GRANTED FOR
DESIGNATION OF

RESPONSIBILITY OF
SEWER SERVICE LINE TO

PHASE 2 PROVIDED

EXISTING STORM DRAIN
STRUCTURE TO AVOID

MUSEUM SQUARE PHASING EXHIBIT
UTILITIES

NORTH

LEGEND

PHASE 1

PHASE 2

PHASE 3

PHASE 4

EXISTING WATER

EXISTING SANITARY
SEWER

PROPOSED WATER

PROPOSED SANITARY
SEWER

THIS PHASING IS SUBJECT
TO CHANGE BASED ON
ECONOMIC FACTORS.

PRELIMINARY IN NATURE

PROPOSED FIRE
HYDRANT

PROPOSED SANITARY
SEWER MANHOLE

NOTES:

1. DOMESTIC WATER SERVICES TO BE REMOVED SHALL BE
REMOVED TO THE MAIN, WITH THE CORP STOP CLOSED AT
THE MAIN.

2. FIRELINE SERVICES TO BE REMOVED SHALL BE REMOVED
TO THE MAIN, WITH THE TEE REMOVED FROM THE MAIN AND
REPLACED WITH A PIPE SPOOL.

3. ON-SITE SEWER COLLECTION SYSTEMS SHALL NOT
TRAVERSE BELOW SEPARATE STRUCTURES.

4. THE OWNER SHALL PROVIDE ALL WATER AND WASTEWATER
INFRASTRUCTURE IMPROVEMENTS, INCLUDING ANY NEW
SERVICE LINES, CONNECTION, FIRE HYDRANTS, AND
MANHOLES, NECESSARY TO SERVE EACH PHASE OF THE
PROJECT AS IT DEVELOPS.

5. THE OWNER SHALL PROVIDE FIRE HYDRANT(S) AND
RELATED WATER INFRASTRUCTURE ADJACENT TO LOT, IN
THE LOCATIONS DETERMINED BY THE FIRE DEPARTMENT
CHIEF, OR DESIGNEE.

6. ALL EXISTING ABOVE GROUND UTILITY LINES ALONG AND
WITHIN PROJECT BOUNDARIES, AND ANY NEW OR
RELOCATED UTILITY LINES, SHALL BE PLACED
UNDERGROUND.

*DENOTES SERVICE LOCATIONS THAT ARE DIFFERENT FROM
THE MASTER BOD REPORT PREPARED BY SEG ENGINEERING
FOR THE REZONING CASE 13-ZN-2018.

All service lines
should connect
perpendicular to
main and extend
without bends to
the edge of ROW.

adjust sewer
service and
manhole
accordingly,
also avoids
trees/landsc
aping on
City parcel.

no connections less
than 90 degrees
allowed.

public manhole,
Phase 1

LDillon comments, COS Water
Resources 11/1/2021

Corresponding V3 utility plan
included on next page with
further comments and for
complete reference.

service/fire line lines shall
connect perpendicular to
main and extend without
bends to edge of ROW.
DS&PM 6-1.416, J.

This public sewer line
and manhole shall be
constructed as part
of Phase 1. Public
sewer required along
frontage.

conflict with
proposed electrical
gear called out on
utility plan, extend
sewer further east to
avoid.

Service line needs to
be routed to meter
within easement as
shown. City does not
want ownership of
long domestic line
penetrating site.

Fire line

APPROVED AS-NOTED

Private sewer for
Townhomes should
be routed through
underground garage
and connect to
private service line
connecting to public
sewer in Marshall.
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